BUILDING 1 FLOOR 3 EXTERIOR WINDOW SCHEDULE

CEILING DEMO DETAILS NEW DETAILS EXISTING | EXISTING
LAMINATED INTERIOR | INTERIOR
WINDOW ROOM WINDOW NOMINAL | NOMINAL SILL GLAZING | TRANSLUCENT | BLINDS SHADES
NUMBER | NUMBER ROOM NAME TYPE OPPOSITE | HEIGHT WIDTH HEIGHT TYPE HEIGHT HEAD JAMB SILL HEAD JAMB SILL (Y/N) COVER (Y/N) (Y/N) (Y/N) COMMENTS
N3-88 N3-88 HOUSEKEEPING 1F 6'-7" 4'-3" 3-0" A6/AD501 |B6/AD501 |D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N VIF
N3-92 N3-92 SECRETARY 1J 6 -7" 8- 5" 3'-0" 8-1" N N N
N3-93 N3-93 ANCILLARY TEST LAB/ FILE 1A 6'-7" 16'- 10" 3'-0" 8'-5" N N N
ROOM

N3-94 N3-94, SLIDE ROOM, 1A 6'-7" 16'- 10" 2'-111/8" 8'-0" N N Y

N3-95 HISTOPATHOLOGY
N3-96 N3-96, HISTOPATHOLOGY LAB, 1A OPPOSITE |6'- 7" 16'- 10" 2'-111/2" 8'-4",8'- N N N

N3-97 SUPPLY TECH 7"
N3-99 N3-99 FLAMABLE CHEMICAL 1J 6'-7" 8 -5" 3-0" 7'-51/2" |A6/AD501 |[B6/AD501 |[D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

STORAGE

N3-103 N3-103 CONFERENCE ROOM 1A 6 -7" 16' - 10" 3'-0" 8'-21/2" |A6/AD501 |[B6/AD501 [D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N
N3-104 N3-104, LABORATORY MANAGER, 1A OPPOSITE |6'-7" 16'- 10" 2'-111/2" 7'-101/2" |A6/AD501 |[B6/AD501 |[D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

N3-105 ANCILLARY TESTING COORD.
N3-105 N3-105, Ancillary Testing Coord. 1A 6'-7" 16'- 10" 2'-111/2" 8'-51/2", |A6/AD501 |[B6/AD501 |[D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

N3-106 Laboratory Info. Manager 8'-1"
N3-107 N3-107, Rehad Prothsesis Service 1A OPPOSITE |6'-7" 16'- 10" 3-0" 7'-6 1/2", |A6/AD501 |[B6/AD501 |[D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

N3-108 Chief of Pathology & Lab. Med. 7'-21/2"
N3-109 N3-109, Office Workroom 1A 6'-7" 16'- 10" 3-0" 8'-4",8'- |A6/AD501 |[B6/AD501 |[D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

N3-110 Rehab Service Office 5"
N3-111 N3-111 STAT. MICROBIOLOGY 1A 6 -7" 16'- 10" 3'-0" 7'-10" A6/AD501 |B6/AD501 |D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N
N3-112-A  |N3-112 LAB AREA 1J 6'-7" 8 -5" 3-0" 8'-1" A6/ADS501 |B6/AD501 |D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N
N3-112-B  |N3-112, LAB AREA, MICOR 1K 6'-7" 12'- 8" 3'-0" 8'-1" A6/ADS501 |B6/AD501 |D6/AD501 |A6/A-501 B6/A-501 D6/A-501 N N N

N3-113 SUPERVISOR
S4F3 - STAIR #4 7C 6'-6" 4'-0" 8-11/2" N N N VIF




